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KET QUA THY NGHIEM

1. Tén mau thu:

TEST RESULT

Méu nuéc sach sé 1 tai tram bom 2.

2. Khich hang: Cong ty c6 phian Dau Tw Phat Trién An Viét
. 3. Luong mau: 1,51
had 4. Ngay nhin miu: 13/12/2023.
5. Tinh trang mau: Pung trong chai nhua. VA
6. Thoi gian thir nghiém:  Tir ngay: 13/12/2023 dén ngay: 22/12/2023. o/ TRUNGT
KY THU
3 g a3 r!t.,‘ CHUAN B¢
7. Ngay hoan thanh. 22/12/2023. S\ CHAT LUg
e
N i
T
Taad
Ha Ngi, ngay 25 thang 12 nam 2023
GIAM bOC
TRUONG PHONG THU NGHIEM
MOI TRUONG \ AHBA CHAT
e
1. Phiéu két qua nay chi ¢é gia tri doi véi mdu thir do khdch hang duea ton.
This test results is value only for samples taken by cusiomer.
2. Khdng dugc trich sao mot phan két qua nay néu k héng dwge sw dong ¥ cua tr ung tam Ky thuat 1.
This test results shall not reproduced except in full, without the written approved of QUATEST |
3. Tén mau va tén khdach hang dwoc ghi theo yéu cau cua khdch hang.
Name of sample and customer are written as customer s request.
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KET QUA THU NGHIEM

TEST RESULT
Tham khio )
STT Tén chi tiéu Pon vi Phuong phip thir QCVN 01-1: Két qua
2018/BYT
1| Mau sk Pt-Co SMEWW 2120.C:2023 <15 KPH (GHPH = 2,0)
2 | Muivi : TNS/HD.PT/53 Khéng c6 mii, vila |  Khéng c6 mai, vila
3 | Dadyc NTU | US EPA Method 180.1:1993 o2 KPH (GHPH = 0,5)
4 |pH ) : TCVN 6492:2011 6,0 —8,5 735
™5 |Clodrtrdo me/L SMEWW 4500-C1 G :2023 02-1,0 0431
6 | Asen (As) mg/L | USEPA Method 6020B:2014 <0,01 KPH (GHPH = 0,003)
7 | Coliforms CFU/100mL| 1SO 9308-1:2014/AMD 1:2016 <3 A . o
8 | E.Coli CFU/100mL| 1SO 9308-1:2014/AMD 1:2016 <1 0

Ghi clii: QCVN 01-1: 2018/BYT: Quy chudn ky thudt Quéc gia vé chdt luong nuéc sach sir dung che muc dich sinh hoat;
KPH: Khing phat hign; GHPH: Gidi han phdt hién.

1. Phiéu ket qua ndy chi c6 gia tri doi véi mau thir do khach hang duea toi.
This test results is value only for samples taken by cusiomer.

2. Khong duoc trich sao mot p/nm ket qua nay néu khéng dwoc su szq V cua trung tam Ky thuat 1.
This test results shall not reproduced except in full, without the written approved of QUATEST 1.

3. Tén mau va tén khdch hang dwoc ghi theo yéu au cua khdach hang.
Name of sample and customer are written as customer s request.

TN\BM\05.3 Lan ban hanh: 03.2019



T6NG CUC TIEU CHUAN PO LUBNG CHAT LUONG
Directorate for Standards Je’rrology and Quoll’ry \\\\wf,
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KET QUA THU NGHIEM

TEST RESULT

1. Tén mau thu: MAu nuée sach sb 2 tai khu phé Lé Hong Phong.
2. Khach hang: Cong ty c6 phan Piu Tw Phit Trién An Viét
3. Lugng mau; 1 PO
b 4. Ngay nhan mau: 13/12/2023.
5. Tinh trang mau: Dung trong chai nhya.

6. Thoi gian thir nghiém: Tu ngay: 13/12/2023 dénng’éy: 22/12/2023.
7. Ngay hoan thanh: 22/12/2023.

Ha Noi, ngay 25 thang 12 nam 2023
{\{"— GIAM POC

TRUONG PHONG THU NGHIEM
MOI TRUONG VA HOA CHAT

1. Phiéu két qua nay chi cé gid tri doi véi mau thir do khach hang dwea t6i.
This test results is value only for samples taken by customer.

2. Khdng dwgc trich sao mot phan két qua nay néu khong dwgc su cfungl cua trung tam Ky thuat 1.
This test results shall not reproduced except in full, without the written approved of QUATEST 1.

3. Tén mau va tén khach hang diwge ghi theo yéu cau cua khdach hang.
Name of sample and customer are written as customei's request.
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KET QUA THU NGHIEM
TEST RESULT
Tham khio )
STT Tén chi tiéu Don vi Phuong phip thir QCVN 01-1: Két qua
2018/BYT
1| Mau shc Pt-Co SMEWW 2120.C:2023 <15 KPH (GHPH = 2.0)
2| Mui vi - TNS/HD.PT/53 Khong c6 mii, vila | Khong c6 mii, vi la
3 | Do duc NTU | US EPA Method 180.1:1993 <2 KPH (GHPH = 0.5)
\4 [pH - TCVN 6492:2011 6,0 =8.5 738
5 | Clodutydo mg/L SMEWW 4500-CI G :2023 02-1,0 0,442
6 | Asen(As) mg/L | USEPA Method 6020B:2014 <0,01 KPH (GHPH = 0,003)
7 | Coliforms CFU/100mL| 1SO 9308-1:2014/AMD 1:2016 <3 0o
8 |E.Coli  |CFU/00mL|1SO 9308-1:2014/AMD 1:2016 <1 0

Ghi chii: QCVN 01-1: 2018/BYT: Quy chudn ky thudt Quéc gia vé chat heong nude sach sir dung cho mue dich sinh hoat;
KPH: Khing phdt hign; GHPH: Gigi han phdt hiégn.

1. Phiéu két qua ndy chi cé gid tri doi véi mau thir do khach hang dea toi.

This test results is value only for samples taken by customer. )

2. Khong dwge trich sao mot phan ket qua nay néu hong dugc su dong y cua trung tam Ky thudt 1.
This test results shall not reproduced except in full, without the written approved of QUATEST 1.

3. Tén mau va tén khach hang dwgc ghi theo yéu cau ciia khdach hang.
Name of sample and customer are written as customer s request.

TN\BM\05.3 Lan ban hanh: 03.2019
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KET QUA TH NGHIEM

Tén mau thi:
Khéch hang:
Luong mau:
Ngay nhan mau.

Tinh trang mau:

Thoi gian thir nghiém:

Ngay hoan thanh:

TRUONG PHONG THU NGHIEM
MOI TRUONG VA HOA CHAT

TEST RESULT

Miu nuée sach s6 3 tai khu phd Phu Luru.

Cong ty ¢d phan Dau Tu Phét Trién An Viét
1,51

13/12/2023.

DPung trong chai nhuya.

Tur ngay: 13/12/2023 dén ngay: 22/12/2023.
22/12/2023. -

57 TRUNG Ti
[ KY i'nué'

TN\BM\05.3

by

Phiéu két qua nay chi cé gid tri doi véi mau thir do khach hang dira toi.

This test results is value only for samples taken by customer.

Khéng dwgc trich sao mét phan két qua nay néu khéng dwgc sw dong v cua tr ung tam Ky thuat 1.
This test results shall not reproduced except in full, without the written approved of QUATEST 1.

Tén mau va tén khdch hang dioc ghi theo yéu cau cua khach hang.

Name of sample and customer are written as customer s request.

Lan ban hanh: 03.2019
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TEST RESULT
Tham khio )
STT Tén chi tiéu Pon vj Phuong phip thir QCVN 01-1: Két qua
2018/BYT
1| Mau sic Pt-Co SMEWW 2120.C:2023 =15 KPH (GHPH =2,0)
2 Mui vi - TNS/HD.PT/53 Khong c6 mui, vi la Khéng cé mui, vi la
\~— 3 Do duc NTU US EPA Method 180.1:1993 <2 7 KPH (GHPH =05) -
4 pH - TCVN 6492:2011 6,0 -8,5 7,36
5 Clo du tir do mg/L SMEWW 4500-CI G :2023 0,2-1,0 0,435
6 | Asen (As) mg/L US EPA Method 6020B:2014 <0,01 KPH (GHPH = 0,003)
7 Coliforms CFU/100mL| ISO 9308-1:2014/AMD 1:2016 <3 _ 0 -
8 E. Coli CFU/100mL| ISO 9308-1:2014/AMD 1:2016 <l 0

Ghi chii: QCVN 01-1: 2018/BYT: Quy chudn ky thudt Quéc gia vé chat heong nwée sqch sir dung cho muc dieh sinh hogt;
KPH: Khing phdt hign; GHPH: Gidi han phdt hién.

I.  Phiéu két qua nay chi cé gia tri doi véi mau thie do khach hang diea toi.
This test results is value only for samples taken by cusiomer.

2. Khong dugc trich sao mgt phan két qua nay néu khéng dwgce su dong ¥ cua tr ung tam Ky thuat |
This test results shall not reproduced except in full, without the written approved of QUATEST 1.

3. Tén mau va tén khdch hang duoc ghi theo yéu cau cua khach hang.
Name of sample and customer are written as customer s request.

S
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