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KET QUA THU NGHIEM
TEST RESULT
1. Tén mau thir: Mau nuéc sach so 3 (Lay tai hd gia dinh 6ng Nguyén Vin Dirc —

S6 nha 68, Khu phd Hoang Quéc Viét, Phwong Pong Ngan,
Thanh pho Tir Son, Tinh Bic Ninh).

2. Khach hang: Coéng ty Co phan DPau Tw Phét Trién An Viét.
3. Luong mau: 1,5L.
4. Ngay nhan mau: 19/07/2024.
5. Tinh trang mau: DPung trong chai nhua.
6. Thoi gian thir nghiém:  Tir ngay: 19/07/2024 dén ngay: 29/07/2024.
7. Ngay hoan thanh: 29/07/2024.
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1. Phiéu két qua nay chi cé gid tri doi véi mdu thir do khach hang duea tdi.
This test results is value only for samples taken by customer.

2. Khéng dwgc trich sao mt phdn két qua nay néu khéng dugc sw dong y ciia trung tam Ky thudt 1.
This test results shall not reproduced except in ]’ull without the written approved of QUATEST 1.

3. Tén mdu va tén khach hang duwgc ghi theo yéu cau ciia khdach hang.
Name of sample and customer are written as customer s request.
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TEST RESULT

Tham khao
STT Tén chi tiéu Don vi Phuong phép thir QCVN 01-1: Két qua
2018/BYT
1 Mau sic Pt-Co SMEWW 2120.C:2023 <15 KPH (GHPH = 2,0)
2 Mui vi - TNS/HD.PT/53 Khong cé mui, vi la Khéng cé mui, vi la
3 bd duc NTU US EPA Method 180.1:1993 <2 <1,5
4 | pH - TCVN 6492:2011 6,0 -8,5 6,73 _
5 | Cloduty do mg/L SMEWW 4500-C1 G :2023 0,2-1,0 0,250
6 | Asen (As) mg/L US EPA Method 6020B:2014 <0,01 KPH (GHPH = 0,003)
7 | Coliforms CFU/100mL| ISO 9308-1:2014/AMD 1:2016 <3 0
8 | E.Coli CFU/100mL| ISO 9308-1:2014/AMD 1:2016 <1 0

Ghi chii: QCVN 01-1: 2018/BYT: Quy chuén ky thudt Quéc gia vé chat lwong nude sach sie dung cho muc dich sinh hoat;
KPH: Khéng phdt hién; GHPH: Gidi han phdt hién.

1. Phiéu két qud nay chi c6 gia tri d6i véi mdu thi do khach hang diea téi.
This test results is value only for samples taken hy customer.

2. Khéng duge trich sao mgt phdn két qua nay néu khong dugc sw dong y cia trung tam Ky thudt 1.
This test results shall not reproduced except in full, without the written approved of QUATEST 1.

3. Tén mau va tén khach hang dwge ghi theo yéu cau cua khéach hang.
Name of sample and customer are written as customer’s request.
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TEST RESULT

1. Tén mau thui: Miu nwée sach s6 2 tai Khu phd Lé Hong Phong..
2. Khach hang: Cong ty Cb phan Pau Tw Phat Trién An Viét.
3. Lugng miu: 10,0L.
4. Ngay nhin mau: 19/07/2024.
5. Tinh trang mau: Pung trong can nhua.
6. Thoi gian thir nghiém: T ngay: 19/07/2024 dén ngay: 29/07/2024.
7. Ngay hoan thanh: 29/07/2024. Q:&"“ 24
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1. Phiéu két qua nay chi cé gid tri doi véi mau thi do khach hang dwa tdi.
This test results is value only for \‘ﬂmplﬂ? taken by customer.

2. Khéng dugc trich sao mot phan két qud nay néu khong dwoe sw dong y ciia trung tam Ky thudt 1.
This test results shall not reproduced except in full without the written approved of QUATEST 1.

3. Tén madu va tén khich hang dwge ghi theo yéu cau cua khach hang.
Name of sample and customer are written as customer s request.
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TEST RESULT
Tham khio
STT Tén chi tiéu Pon vij Phuong phép thir QCVN 01-1: Két qua
2018/BYT
1 Mau sic Pt-Co SMEWW 2120.C:2023 <15 KPH (GHPH = 2,0)
2 Mui vi - TN5/HD.PT/53 Khéng cé mui, vj la Khong cé mui, vi la
3 Do duc NTU US EPA Method 180.1:1993 <2 <l1,5
4 |pH - TCVN 6492:2011 6,0 8.5 6,97
5 Clo du tu do mg/L SMEWW 4500-C1 G :2023 0,2-1,0 0,400
6 | Asen (As) mg/L US EPA Method 6020B:2014 <0,01 KPH (GHPH = 0,003)
T Coliforms CFU/100mL| ISO 9308-1:2014/AMD 1:2016 <3 0
8 E. Coli CFU/100mL| ISO 9308-1:2014/AMD 1:2016 < 1 0

Ghi chiiz QCVN 01-1: 2018/BYT: Quy chudn k§ thudt Quéc gia vé chat lugng nudc sach sir dung che muc dich sinh hoat;
KPH: Khing phdt hién; GHPH: Gidi han phdt hién.

1. Phiéu két qua nay chi cé gid tri d6i véi mdu thir do khach hang duea toi.
This test results is value only for samples taken by customer.

2. Khéng duoc trich sao mot phan két qua nay néu khéng duwgc sy dong y cua trung tam Ky thudt 1.
This test results shall not reproduced except in full, without the written approved of QUATEST 1.

3. Tén mau va tén khdch hang dwpc ghi theo yéu cdu ciia khach hang.
Name of sample and customer are written as customer's request.
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KET QUA THU NGHIEM

TEST RESULT

1. Tén mau thu: Mau nwéc sach s6 1 tai Tram bom 2.

2. Khach hang: Coéng ty C6 phan Dau Tw Phat Trién An Viét.

3. Luong maiu: 10,0L.

4. Ngay nhan mau: 19/07/2024.

5. Tinh trang mau: Dung trong can nhura.

6. Thoi gian thir nghiém: Tur ngay: 19/07/2024 dén ngay: 29/07/2024.
7. Ngay hoan thanh: 29/07/2024.

TRUONG PHONG THU NGHIEM
MOI TRUONG|VA HOA CHAT

Ding Ki&t Lam

1. Phiéu két qua nay chi c6 gid tri di véi mdu thir do khach hang dua téi.
This test results is value only for samples taken by customer.

2. Khéng dugc trich sao mgt phan két qua nay néu khéng dwoe sw dong y ciia trung tam Ky thudt 1.
This test results shall not reproduced except in full, without the written approved of QUATEST 1.

3. Tén madu va tén khach hang dugc ghi theo yéu cau cia khach hang.
Name of sample and customer are written as customer s request.
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TEST RESULT

Tham khiao
STT Tén chi tiéu Pon vi Phuwong phap thir QCVN 01-1: Két qua
2018/BYT
1 Mau sac Pt-Co SMEWW 2120.C:2023 <15 KPH (GHPH = 2,0)
2 Mui vi - TNS5/HD.PT/53 Khéng c6 mui, vi la Khong cé mui, vi la
3 | b duc NTU US EPA Method 180.1:1993 <3 <15
3 pH - TCVN 6492:2011 6,0 —8,5 6,93
5 Clo du ty do mg/L SMEWW 4500-Cl G :2023 0,2-1,0 0,375
6 | Asen (As) mg/L US EPA Method 6020B:2014 <0,01 KPH (GHPH = 0,003)
7 Coliforms CFU/100mL| ISO 9308-1:2014/AMD 1:2016 <3 | 0
8 E. Coli CFU/100mL| ISO 9308-1:2014/AMD 1:2016 <1 0

Ghi chii: QCVN 01-1: 2018/BYT: Quy chudn kj thudt Quéc gia vé chat luomg nude sach sic dung eho mue dich sinh hoat;
KPH: Khéng phat hién; GHPH: Gidi han phdt hién.

1. Phiéu két qua nay chi cé gid tri d6i véi mau thir do khach hang dwa téi.
This test results is value only for .sample.s taken hy customer.

2. Khéng dugc trich sao mét phan két qua nay néu khéng duwge sw dong ¥ ciua trung tam Ky thudt 1.
This test results shall not reproduced except in full, without the written approved of QUATEST 1.

3. Tén mau va tén khach hang dwoc ghi theo yéu cau cua khach hang.
Name of sample and customer are written as customer s request.
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